
DETAILS

TYPE A & B

PULL BOX

P-632

TYPE "A" PULL BOX TYPE "B" PULL BOX

SI
GNALS

SI
GNALS

SI
GNALS

DEPENDING ON FUNCTION

SET BOX FLUSH WITH SIDEWALK

DRILL HOLE, INSTALL 0.25" - 20 BRASS OR 

LIFT EYE

STAINLESS BOLT & LUG. (*)

3' STRANDED COPPER BARE OR

BRONZE SPLIT BOLT

COVER

S.S. BOLTS & NUTS IN

DIAGONAL CORNERS

PULL BOX

PROVIDE 2' MINIMUM

CONDUCTOR LENGTH ABOVE

THE TOP OF CONDUIT

PVC BELL END

SCH. 80 PVC RISER

PEA GRAVEL

RGS ELBOWS

CONDUIT SIZES & NUMBERS AS REQUIRED

(*) POLYMER LIDS SHALL NOT BE BONDED

3/8" DIA. HEXHEAD BOLT W/ WASHER

(OPTIONAL 3/8" DIA. PENTAHEAD BOLT)

3/8" THREADED INSERT

COVER TO BE MARKED

LIFT SLOT

BOLT-DOWN HOLES (TYP.)

OR POLYMER COVER

GALVANIZED STEEL

3/8" DIA.  INSERT FOR

BOLT-DOWN COVER

(SEE COVER DETAIL)

(1 EACH END )  TYP.

" X 3" KNOCKOUT2
13

CONDUIT SIZES & NUMBERS AS REQUIRED

(*) POLYMER LIDS SHALL NOT BE BONDED

S.S. BOLTS & NUTS IN

DIAGONAL CORNERS

BRONZE SPLIT BOLT

3' STRANDED COPPER BARE OR

COVER

LIFT EYE

STAINLESS BOLT & LUG. (*)

DRILL HOLE, INSTALL 0.25" - 20 BRASS OR 

GREEN INSULATION (*)

TOP OF PULL BOX 

PULL BOX

SIDE VIEW TOP VIEW

PULL-BOX OUTSIDE OF SIDEWALK

TYPICAL INSTALLATION

SIDEWALK PULL-BOX

TYPICAL INSTALLATION

NOT TO SCALE

GREEN INSULATION (*)

36" MIN.

4" MIN.

2"

12" (TYP.)

RGS ELBOWS

PULL BOX

PROVIDE 2' MINIMUM

CONDUCTOR LENGTH ABOVE

THE TOP OF CONDUIT

PEA GRAVEL

PVC BELL END

SCH. 80 PVC RISER

36" MIN.

4" MIN.

4"

"2
14

12" (TYP.)

12" (TYP.)

COVER DETAIL

3/8" DIA. HEXHEAD BOLT W/ WASHER

(OPTIONAL 3/8" DIA. PENTAHEAD BOLT)

3/8" THREADED INSERT

COVER DETAIL

SI
GNALS

"SIGNALS" OR "LIGHTING"

(1 EACH END )  TYP.

" X 4" KNOCKOUT2
14

3/8" DIA.  INSERT FOR

BOLT-DOWN COVER

(SEE COVER DETAIL)

LIFT SLOT

BOLT-DOWN HOLES (TYP.)

OR POLYMER COVER

GALVANIZED STEEL

DEPENDING ON FUNCTION

COVER TO BE MARKED

"SIGNALS" OR "LIGHTING"
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SET BOX AT FINISHED GRADE

Standard Drawing Title

Standard Drawing No.

P
lo
t
 

D
a
t
e
:

11
/
5
/
2
0
19

2
:4

7
:3

3
 
P

M

responsibility of the user.

practices, is the sole

engineering principles and

with generally accepted

designed in accordance

Standard Drawing, while

The selection and use of this

Standard Construction Specifications.

in accordance with the City of Portland

All material and workmanship shall be

Note:
Effective Date:

Calc. Book No.:

City Engineer

Std. Drg. Report Date:


